
York County 
 

Floodplain: Plan Submittal Standards 
 

Subdivision / Multi-Lot 
 
 
Below is a list of requirements for Floodplain Plan Submittal. These requirements 
should be met before submittal of plans for floodplain approval.  There maybe 
additional requirements due to special circumstances. 
 
1. Please provide Base Flood Elevation for all lots encroaching into the floodplain. 
[YC Ordinance §151.23(A)(2)] 
 
2. Please label floodplain line: "Current FEMA 100 Year Floodplain" and provide the 
current BFE along this line. Please make sure this label is clearly visible and the 
floodplain line is clearly distinguishable from the other topographical lines.  
[44 CFR 60.3(b)(4)] 
 
3. Please label wording of proposed floodplain line: "Proposed FEMA 100 Year 
Floodplain" and provide the proposed BFE along this line. Please make sure this label is 
clearly visible and the floodplain line is clearly distinguishable from the other 
topographical lines. [44 CFR 60.3(b)(4)] 
 
4. Per FEMA regulation 44 CFR Ch. 1 (10-1-00) Subpart A, section 60.3 B 3, a field 
study of the Floodplain must be completed and a CLOMR-F submitted for areas adjacent 
to the floodplain. The CLOMR-F shall be submitted and approved by FEMA before a 
grading permit will be issued.  
 
5. Please overlay all existing floodplain from previous sections/phases if applicable. This 
will help determine the floodplain in the surrounding sections/phases. 
 
6. A "No-Rise" certification will need to be established if any floodway encroachment 
exists. A grading permit will not be issued until this certification is received.  
[YC Ordinance §151.31(G)] 
 
7. Provide finish floor elevations if applicable. 
 
8. Provide a statement specifying the type and amount of fill that will be placed within 
the floodplain and the supporting calculations. [YC Ordinance §151.31(N)(3)] 
 
 
 
 
 



 
9. Provide a signed, definitive statement from the design engineer that: 
 a. The project can withstand a 100-year flood. 

b. The project will not adversely affect surrounding land owners upstream, 
downstream, across stream or adjacent to the proposed project area. 
c. The ability of this project to withstand the 100-year flood event and what 
effects this proposed project will have on the 100-year Base Flood Elevations. 

 [YC Ordinance §151.31(N)(6)] 
 
 
 
These are items that should be provided within the General Notes section of the 
plans. Please keep all floodplain general notes statements congregated. 
 
1. Provide the type of fill used and the amount of fill to be used within the floodplain in 
the general notes section. [YC Ordinance §151.31(N)(3)] 
 
2. Please include map, community and panel number from FEMA NFIP map in the 
general notes section. 
 
 
 
The following are issues that need to be taken notice before grading permit will be 
issued: 
 
1. Grading permit cannot be issued until an approved CLOMR-F, by FEMA, is received 
by York County if any fill is to be placed within the floodplain. Please submit the FEMA 
approval to the York County Floodplain Administrator once it is received. [YC 
Ordinance §151.31(N)(8)] 

a. If you are removing lots from the floodplain you will need to use FEMA’s  
MT-1 form. 

b. If you are placing fill for culvert pipes, road expansion etc., you will need to 
use the MT-2 form. 

 
The following are issues that need to be taken notice before Final Plat will be issued: 
 

1. Final plat cannot be issued until an approved LOMR-F, by FEMA, is received by 
York County if any fill was placed within the floodplain. Please submit the 
FEMA approval to the York County Floodplain Administrator once it is received.  
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